














Report Identification 102 Vila Arboles

I=Inspected
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Ni=NotInspected

NP=Not Present

R=Not Functioning or in Need of Repair

NI
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R

Inspection ltem
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D.

No problems observed during this inspection period.

Hydro Therapy Equipment
Comments;

Not Present

V. APPLIANCES

A.

Dishwasher
Comments:

No problems observed during limited test run of appliance.

Food Waste Disposer
Comments:

No problems observed during limited test run of appliance.

Range Hood
Comments:

No problems observed during limited test run of appliance.

Ranges/Ovens/Cooktops
Comments:

Oven present, Electric.

No problems observed during this inspection period.

Microwave Cooking Equipment
Commenls:

Not Present

Trash Compactor
Comments:

Not Present

Bathroom Exhaust Fans and/or Heaters
Comments:

Bath vent humms only, not functional

Whole House Vacuum Systems
Comments:

Not Present

Garage Door Operators
Comments:
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I=Inspected Ni=Not Inspected NP=Not Present R=Not Functioning or in Need of Repair

[ 1 N N R Inspection Item

door out of track, in need of repair

W O O [ J. DoorBelland Chimes

Comments:

No problems observed.

M 4d 4 E K. DryerVents

Comments:
Vent cap is damaged.

3 0O 8 D L. OtherBuiltsin Appliances

Comments:

Not Present

VI. OPTIONAL SYSTEMS
3 O | A. Lawn Sprinklers

Comments:;

Not Present

O O &a 0 B. Swimming Pools and Equipment
Comments:

Not Present

W AW J C. Outbuildings

Commenis:

Not Present

LY B [ D. Outdoor Cooking Equipment
Energy Source:
Comments:

Not Present

D ] |ﬂ (| E. GasLines

Comments:.

Not Present

0 [0 F. WaterWells (A coliform analysis is recommended.)
Type of Pump:

Type of Storage Equipment:
Comments:
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| NI NP R Inspection Item
Not Present
3 U J G. Septic Systems
Commenis:
Not Present
] E’Zl 3 Ul H. Security Systems
Comments:
security testing is nol part of this inspection
(J O ™ [ | Fire Protection Equipment
Comments:

Not Present



